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1008.1.4.6 Locking arrangements in educational occupancies.  In Group E and Group B educational 

occupancies, egress doors from classrooms, offices and other occupied rooms shall be permitted to be 

provided with locking arrangements designed to keep intruders from entering the room where all of the 

following conditions are met: 

1. The door shall be capable of being unlocked from outside the room with a key or other approved means. 

2. The door shall be openable from within the room in accordance with Section 1008.1.9. 

3. Modifications shall not be made to listed panic hardware, fire door hardware or door closers. 

4. Modifications to fire door assemblies shall be in accordance with NFPA 80. 

 

1008.1.4.6.1 Remote operation of locks.  Remote operation of locks complying with Section 1008.1.4.6 

shall be permitted. 

 

 

The delayed effective date of this Rule is January 1, 2018. 

The Statutory authority for Rule-making is G. S. 143-136; 143-138.  

 

 


